NOTE Metal shields covering wiring terminals must be removed or opened to gain access to terminals.

DESCRIPTION: UPS POWER TERMINAL LOCATIONS

<table>
<thead>
<tr>
<th>DRAWING NO:</th>
<th>164201603-9</th>
</tr>
</thead>
<tbody>
<tr>
<td>SHEET:</td>
<td>1 of 6</td>
</tr>
<tr>
<td>REVISION:</td>
<td>B</td>
</tr>
<tr>
<td>DATE:</td>
<td>032406</td>
</tr>
</tbody>
</table>

MODELS 80/40, 80/50, 80/60, AND 80/80
208V/220V INPUT AND 208V/220V OUTPUT
TERMINAL DETAIL
RIGHT SIDE VIEW

MODELS 80/40, 80/50, 80/60, AND 80/80
208V/220V INPUT AND 208V/220V OUTPUT

DESCRIPTION:
UPS POWER TERMINAL LOCATIONS

DRAWING NO: 164201603-9
REVISION: A
DATE: 091505

Eaton® 9390 UPS (20–80 kVA) and 9390IT (20-40 kVA) Installation and Operation Manual • 164201603 Rev 4 www.eaton.com/powerquality A-41